
 
 EXISTING LIGHT POLE FOUNDATION EXTENSIONS 
 
 
I. Quantity 
 

The base bid shall include the indicated number existing light pole foundation 
extensions located as shown on the drawing and made as hereinafter specified. 

 
II. Material 
 

a. Anchor bolt extension shall be the same diameter as the existing bolt, threaded 
on both ends, length as required. 

 
b. The conduit shall be the same type and size as the existing conduit. 

 
c. Concrete shall be Item 499 Class C. 

 
III. Installation 
 

Installation shall be as shown on Division of Electricity drawing 01S0116. 
 
IV. Quotation 
 

Existing light pole foundation extensions as hereinbefore specified shall be quoted 
for as a unit price each in the appropriate section of this document. 
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