
DEPT. OF PUBLIC UTILITIES
DIVISION OF POWER

THE CITY OF

AutoCAD SHX Text
SUPPLY SIDE

AutoCAD SHX Text
LOAD SIDE

AutoCAD SHX Text
REFER TO TDMIS-400

AutoCAD SHX Text
REFER TO TDMIS-11

AutoCAD SHX Text
LPS

AutoCAD SHX Text
STC

AutoCAD SHX Text
C02L

AutoCAD SHX Text
REFER TO TDMIS-2700 FOR FUSING TABLE

AutoCAD SHX Text
REFER TO TDMIS-9125 FOR CAPACITOR BANK ASSEMBLY MATERIALS AND DETAILS

AutoCAD SHX Text
REFER TO TDMIS-7 & 1607 FOR GROUNDING SYSTEM

AutoCAD SHX Text
XA10

AutoCAD SHX Text
XA10

AutoCAD SHX Text
BCS32

AutoCAD SHX Text
BCS32

AutoCAD SHX Text
WPC3X

AutoCAD SHX Text
INS

AutoCAD SHX Text
CAPACITOR BANK CONTROLLER

AutoCAD SHX Text
CONTROL CABLE  TO JUNCTION BOX

AutoCAD SHX Text
TDMIS-

AutoCAD SHX Text
THREE-PHASE SWITCHED CAPACITOR BANK

AutoCAD SHX Text
FOR 7.2 KV DELTA SYSTEMS

AutoCAD SHX Text
FIGURE 1 - POLE FRONT VIEW

AutoCAD SHX Text
5132



8'-0" MIN.
11'-0" MAX.

60"

30" MIN.

12"

10"

DEPT. OF PUBLIC UTILITIES
DIVISION OF POWER

THE CITY OF

AutoCAD SHX Text
CAPACITOR BANK CONTROLLER

AutoCAD SHX Text
SUPPLY SIDE

AutoCAD SHX Text
LOAD SIDE

AutoCAD SHX Text
CONTROL CABLE  TO JUNCTION BOX (FAR SIDE OF POLE)

AutoCAD SHX Text
TDMIS-

AutoCAD SHX Text
THREE-PHASE SWITCHED CAPACITOR BANK

AutoCAD SHX Text
FOR 7.2 KV DELTA SYSTEMS

AutoCAD SHX Text
FIGURE 2 - POLE SIDE VIEW

AutoCAD SHX Text
5132



DEPT. OF PUBLIC UTILITIES
DIVISION OF POWER

THE CITY OF

AutoCAD SHX Text
POLE MOUNTED CONTROLLER

AutoCAD SHX Text
CONTROL POWER TRANSFORMER (CPT)

AutoCAD SHX Text
RACK MOUNTED JUNCTION BOX

AutoCAD SHX Text
FUSE CUTOUTS

AutoCAD SHX Text
SURGE ARRESTERS

AutoCAD SHX Text
SCHEMATIC

AutoCAD SHX Text
SWITCHED UNGROUNDED WYE CAPACITOR BANK

AutoCAD SHX Text
VACUUM SWITCHES

AutoCAD SHX Text
CAPACITOR(S)

AutoCAD SHX Text
N

AutoCAD SHX Text
Ø

AutoCAD SHX Text
Ø

AutoCAD SHX Text
Ø

AutoCAD SHX Text
Ø

AutoCAD SHX Text
CAPACITOR

AutoCAD SHX Text
VACUUM SWITCH

AutoCAD SHX Text
CAPACITOR RACK

AutoCAD SHX Text
POLE

AutoCAD SHX Text
CONTROL POWER TRANSFORMER (CPT)

AutoCAD SHX Text
CONTROL WIRING JUNCTION BOX

AutoCAD SHX Text
9 PIN CONTROL CABLE

AutoCAD SHX Text
Ø

AutoCAD SHX Text
Ø

AutoCAD SHX Text
Ø

AutoCAD SHX Text
LIGHTNING ARRESTER

AutoCAD SHX Text
TDMIS ID

AutoCAD SHX Text
MATERIAL

AutoCAD SHX Text
QTY

AutoCAD SHX Text
LPS

AutoCAD SHX Text
LINE POST SENSOR

AutoCAD SHX Text
1

AutoCAD SHX Text
INS

AutoCAD SHX Text
PIN AND PIN INSULATOR

AutoCAD SHX Text
2

AutoCAD SHX Text
STC

AutoCAD SHX Text
STIRRUP AND HOT LINE CLAMP

AutoCAD SHX Text
3

AutoCAD SHX Text
C02L

AutoCAD SHX Text
CUTOUT, LOADBREAK, POLYMER, 200A, 15 kV

AutoCAD SHX Text
5

AutoCAD SHX Text
XA10

AutoCAD SHX Text
CROSSARM, WOODEN, 10'L, 3-3/4" X 4-1/2"

AutoCAD SHX Text
2

AutoCAD SHX Text
BCS32

AutoCAD SHX Text
BRACE, CROSSARM, STEEL, 32"L, 1-1/4" X 1/4"

AutoCAD SHX Text
4

AutoCAD SHX Text
WPC3X

AutoCAD SHX Text
WIRE, COPPER, WEATHERPROOF XLPE, 2 AWG, 7 STRAND (FEET)

AutoCAD SHX Text
40

AutoCAD SHX Text
LINE SENSOR (CURRENT ONLY)

AutoCAD SHX Text
Ø

AutoCAD SHX Text
***DO NOT TIE CAPACITOR NOT TIE CAPACITOR  TIE CAPACITOR BUSHINGS TO GROUND

AutoCAD SHX Text
TDMIS-

AutoCAD SHX Text
THREE-PHASE SWITCHED CAPACITOR BANK

AutoCAD SHX Text
FOR 7.2 KV DELTA SYSTEMS

AutoCAD SHX Text
FIGURE 3 - SCHEMATIC, TOP VIEW & MATERIAL LIST

AutoCAD SHX Text
5132



O
:\2017\2017033\01 - Pow

er Practice\D
ist C

ap Bank\TD
M

IS - Specs & D
raw

ings\D
esign\VQ

 ZVC
 C

ap Bank W
ire H

arness & J-Box v1.3.tif
O

:\2017\2017033\01 - Pow
er Practice\D

ist C
ap Bank\TD

M
IS - Specs & D

raw
ings\D

esign\VQ
 ZVC

 C
ap Bank W

ire H
arness & J-Box v1.3.tif

DEPT. OF PUBLIC UTILITIES
DIVISION OF POWER

THE CITY OF

AutoCAD SHX Text
TDMIS-

AutoCAD SHX Text
THREE-PHASE SWITCHED CAPACITOR BANK

AutoCAD SHX Text
FOR 7.2 KV DELTA SYSTEMS

AutoCAD SHX Text
FIGURE 4 - DETAIL WIRING DIAGRAM

AutoCAD SHX Text
5132


