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Moved tap location due to existing curb box location
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Moved FH location due to conflict w/unknown utility. OK'ed per DOW Engineer on X/XX/XX
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8" Temporary Cap with blocking,3/4" blowoff in cap, Sta X+XX, remaining 10' section to be hand swabbed
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Ex. Duct Bank encountered, Bottom Elev XXX.XXLowered profile, Approved per "DOW Engineer Name" on X/X/XX

emdisanto
Callout
4" Gas

emdisanto
PolyLine

emdisanto
PolyLine

emdisanto
PolyLine

emdisanto
PolyLine

emdisanto
Line

emdisanto
Text Box
Grade Break

emdisanto
Text Box
Sta X+XX

emdisanto
Text Box
CL XXX.XX

emdisanto
Dimension
5/21/19

emdisanto
Dimension
5/22/19

emdisanto
Dimension


emdisanto
Text Box
12" Clr

emdisanto
Arrow

emdisanto
Text Box
20" Clr

emdisanto
Text Box
19" Clr

emdisanto
Dimension
5/23/19

emdisanto
Callout
3/4" Chlorination PortSta10+03
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Non-performed Tap. Lot is now vacant.

emdisanto
Line

emdisanto
Line

emdisanto
Callout
Note to inspector: Update Centerline elevations for chlorination submittal.
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8" Temporary Cap with blocking,3/4" blowoff in cap, Sta X+XX, remaining 8' section to be hand swabbed
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Note: Elevations are not filled in on this sample sheet, but should be updated on as-builts
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8" WM shifted due to  conflict with unforeseen ductbank. Approved per "DOW Engineer Name" on X/X/XX.
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Make sure descriptions, stations, and elevations match between Plan View, Profile View, and Coordinate Table
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Note: For any mains 12" and larger, please include report showing the date and limits of when pigging operations were performed.  
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Note: A Continuity Testing Report shall also be submitted for large diameter mains (20" and larger) that confirms the bonding wires were installed properly, as required by the spec.
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